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ADDENDUM NO. 3 
 
Date: September 3, 2008 
 
To:         Company        Contact         Fax 
  Culp Construction   Ross Barrell  801-485-4755 
  DMS     Greg Stennett  801-487-4069 
  Garff Construction   Dennis Doman  801-972-1928 
  Gerber Electric    Larry Gerber  801-292-2228 
  KOH Mechanical   Lynn Hansen  801-254-6374 
  Mechanical Service & Systems  Erik Worley  801-561-4673 
  Onyx Construction   Steve Bailey  801-878-8922 
  Rueckert Construction   Ken Rueckert  801-253-1774 
  Rydalch Electric   Bert Baron  801-265-2166  
  Sisam Electric    Mike Lyon  801-484-0367 
  Wasatch Heating and Air  Wayne Margetts 435-843-4241 
 
From: Craig Wessman, Project Manager, DFCM 
 
Reference: HVAC and Electrical Systems Upgrade 
  Ft. Douglas Museum – Phase 2A – Utah National Guard 
  DFCM Project No.  08249470 
 
Subject: Addendum No. 3 
 
Pages Addendum Cover Sheet 1 page 
 Architect’s Addendum  45  pages 
 Total 46 pages 

 
THIS PAGE ONLY FAXED – SEE DFCM WEBSITE FOR ENTIRE ADDENDUM 

 
Note: This Addendum shall be included as part of the Contract Documents. Items in this 
Addendum apply to all drawings and specification sections whether referenced or not involving 
the portion of the work added, deleted, modified, or otherwise addressed in the Addendum. 
Acknowledge receipt of this Addendum in the space provided on the Bid Form. Failure to do so 
may subject the Bidder to Disqualification.   
  
While we contend that SB220 should only be potentially applicable to a contract issued after the 
effective date of said bill, this is to clarify that for purposes of this contract, regardless of the 
execution or effective dates of this contract, the status of Utah Law and remedies available to the 
State of Utah and DFCM, as it relates to any matter referred to or affected by said SB220, shall be 
the Utah law in effect at the time of the issuance of this Addendum. 
 
3.1 SCHEDULE CHANGES:  None 
 
3.2 GENERAL ITEMS:       Architect’s specifications, drawings, and clarifications.  
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PROJECT NAME:  Ft. Douglas Museum Phase 2A DATE: September 2, 2008 
 Mechanical & Electrical Systems 
 31 Potter Street 
  Ft. Douglas, UT  84113  

  
DFCM PROJECT NO.: 08249470 ARCHITECT’S PROJECT NO.: B05-027 
 
 
FROM:  Cooper Roberts Simonsen Architects (801) 355-5915 
  700 North 200 West Fax (801) 355-9885 
 Salt Lake City, Utah 84103 
 
TO:  All Bidders 
 
 
This Addendum forms a part of the Contract Documents and modifies the original Bid Documents dated 
August 11, 2008 as noted below. Acknowledge receipt of this Addendum in the space provided on the Bid 
Form.  Failure to do so may subject the Bidder to disqualification. 
 
This Addendum consists of (3) 8 ½”x11" pages, (12) pages 8 ½”x11” specifications, (15) 24”x36” drawing 
pages and (15) pages consultant addendum. 
 
 
 
I. CHANGES TO PRIOR ADDENDA:   
 

I-1 NONE 
 
II. CHANGES TO BIDDING REQUIREMENTS: 
 

II-1 NONE  
 
III. CHANGES TO AGREEMENT & OTHER CONTRACT FORMS:   
 

III-1 NONE 
 

IV. CHANGES TO CONDITIONS OF THE CONTRACT:   
 

IV-1 General Conditions Clarification  
a) In the event of a conflict between a specification section and the DFCM General 

Conditions, the DFCM General Conditions take precedence. 
IV-2  Information Available to Bidders 

a) Hydrant flow test – the following has been forwarded through the University of 
Utah 
(1) Static Pressure, hydrant at the top of Officer's Circle = 95 psig.  Flow 

pressure at hydrant north of the museum = 85 psig.  Pitot tube reading of 
42 psig. 

 
V. CHANGES TO SPECIFICATIONS:   
 V-1 Section 087100 – Door Hardware 
  a) Hager is considered an acceptable manufacturer of the hardware specified. 
 V-2 Section 093000 – Tiling 
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  a) The “Architect’s Sample” referred to in paragraph 2.2A.7 is a custom mix of the  
   following unglazed 1”x1” floor tiles arranged in a pattern that is intended to look  
   similar to the digital camouflage pattern currently in use with the US Army. 
    15% D014 Light Gray 
    13% D174 Mexican Sand 
    8% D036 Mocha 
    8% D452 Cypress 
    28% D136 Fawn 
    28% D035 Almond 
   DalTile has prepared the samples under order #2460813, File #7094, Sheet A 
 V-3 Section 095113 – Acoustical Panel Ceilings 
  a) Refer to the attached section. 
 V-4 Section 096813 – Tile Carpeting 

 a) It is intended that the specified carpet tiles will be obtained through the state 
  contract. 

 V-5 Section 102800 – Toilet, Bath and Laundry Specialties 
  a) American Accessories, Inc. is an acceptable manufacturer for the products  
   specified. 
 V-6 Section 144200 – Wheelchair Lifts 
  a) A revised specification removing the residential Basis of Design product  
   is attached. 

    
VI. CHANGES TO DRAWINGS:   
 

VI-1 GI001  General Info & Sheet Index 
a) The drawings sheet index has been corrected to reflect the sheets in the set of 

documents. 
VI-2 GI002  Lower Level Occupancy Plan 

a) Modified the Code Analysis information. 
VI-3 GI003 Main Level Occupancy Plan 

a) Changed Ordnance Room from Occupancy Group B to A3. 
VI-4 AS101  Site Plan 

a) Updated site plan with utility easements and notes for west reinforced concrete 
slab patching. 

VI-5 AD101 Lower Level Demolition Plan 
a) Added reference note #4. 

VI-6 AD103 Main Level Reflected Ceiling Demolition Plan 
a) Added the attic access demolition and reference note 

VI-7 AE101 Lower Level Floor Plan 
a) Added door 004A. 
b) Modified Bid Alternate reference notes 3a, 4a, 5a & 6a. 
c) Added reference notes 6, 7 & 8. 
d) Added wood floor landing in Mechanical 004. 
e) Revised reference note 2 to reflect new furred out wall and horizontal shaftwall at 

floor level in lieu of rated shaft.  Note: the construction of this wall remains the 
same but it is not required to be a fire rated shaft. 

VI-8 AE102 Main Level Floor Plan 
a) Added new concrete pad. 
b) Modified Bid Alternate reference notes 3a, 4a, 5a & 6a. 
c) Added reference notes 6, 7 & 8. 
d) Revised reference note 2 to reflect new furred out wall and horizontal shaftwall at 

floor level in lieu of rated shaft.  Note: the construction of this wall remains the 
same but it is not required to be a fire rated shaft. 
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e) Relocated wall behind vertical platform lift & extended west end of guardrail to 
window. 

f) Modified the electric water cooler symbol in Exhibits 105 to reflect a 2 cooler unit. 
VI-9 AE110 Lower Level Reflected Ceiling Plan 

a) Added reference note #5. 
VI-10 AE111 Main Level Reflected Ceiling Plan 

a) Added new attic access hatch & reference note #5. 
VI-11 AE401 Enlarged Floor Plan & Details 

a) Added dimensions to B4.   
VI-12 AE402  AE401 Enlarged Floor Plan & Details 

a) Added break line to C4. 
b) Modified details B2 & A2 to show 2” handrail.  The lines in the guardrail and 

support posts indicate a round section, not the grain direction. 
VI-13 AE403 Interior Elevations & Details 

a) Modified detail B1 to show vertical grab bars and dimensions. 
VI-14 AE601 Door & Windows Schedules & Details 

a) Added detail A4. 
b) Added detail A5. 

VI-15 AF101 Finish Floor Schedule 
a) Modified details B2, B3 & B4. 
b) Added F5- Existing concrete to the floor finish schedule notes 
c) Changed floor finish in Women 106 & Men 107 from F2 to F3. 
d) Added window blinds to windows in Women 106 & Men 107. 
e) Added detail A5. 
f) Added detail A4. 

 
VII. CONSULTANT ADDENDUM: 
 

VII-1 See the attached addendum from Colvin Engineering 
VII-2 See the attached addendum from BNA Consulting Engineers 
 

 
 

  
 

End of Addendum 



SECTION 095113 - ACOUSTICAL PANEL CEILINGS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and 
Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes acoustical panels and exposed suspension systems for ceilings. 

1.3 DEFINITIONS 

A. AC:  Articulation Class. 

B. CAC:  Ceiling Attenuation Class. 

C. LR:  Light Reflectance coefficient. 

D. NRC:  Noise Reduction Coefficient. 

1.4 SUBMITTALS 

A. Product Data:  For each type of product indicated. 

B. Samples for Initial Selection:  For components with factory-applied color finishes. 

1.5 QUALITY ASSURANCE 

A. Source Limitations: 

1. Acoustical Ceiling Panel:  Obtain each type through one source from a single manufacturer. 
2. Suspension System:  Obtain each type through one source from a single manufacturer. 

B. Source Limitations:  Obtain each type of acoustical ceiling panel and supporting suspension system 
through one source from a single manufacturer. 

C. Seismic Standard:  Provide acoustical panel ceilings designed and installed to withstand the effects of 
earthquake motions according to the following: 

1. Standard for Ceiling Suspension Systems Requiring Seismic Restraint:  Comply with 
ASTM E 580. 

1.6 DELIVERY, STORAGE, AND HANDLING 
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A. Deliver acoustical panels, suspension system components, and accessories to Project site in original, 
unopened packages and store them in a fully enclosed, conditioned space where they will be protected 
against damage from moisture, humidity, temperature extremes, direct sunlight, surface contamination, 
and other causes. 

B. Before installing acoustical panels, permit them to reach room temperature and a stabilized moisture 
content. 

C. Handle acoustical panels carefully to avoid chipping edges or damaging units in any way. 

1.7 PROJECT CONDITIONS 

A. Environmental Limitations:  Do not install acoustical panel ceilings until spaces are enclosed and 
weatherproof, wet work in spaces is complete and dry, work above ceilings is complete, and ambient 
temperature and humidity conditions are maintained at the levels indicated for Project when occupied for 
its intended use. 

1. Pressurized Plenums:  Operate ventilation system for not less than 48 hours before beginning 
acoustical panel ceiling installation. 

1.8 COORDINATION 

A. Coordinate layout and installation of acoustical panels and suspension system with other construction that 
penetrates ceilings or is supported by them, including light fixtures, HVAC equipment, fire-suppression 
system, and partition assemblies. 

1.9 EXTRA MATERIALS 

A. Furnish extra materials described below that match products installed and that are packaged with 
protective covering for storage and identified with labels describing contents. 

1. Acoustical Ceiling Panels:  Full-size panels equal to 2.0 percent of quantity installed. 
2. Suspension System Components:  Quantity of each exposed component equal to 2.0 percent of 

quantity installed. 

PART 2 - PRODUCTS 

2.1 ACOUSTICAL PANELS, GENERAL 

A. Acoustical Panel Standard:  Provide manufacturer's standard panels of configuration indicated that 
comply with ASTM E 1264 classifications as designated by types, patterns, acoustical ratings, and light 
reflectances, unless otherwise indicated. 

1. Mounting Method for Measuring NRC:  Type E-400; plenum mounting in which face of test 
specimen is 15-3/4 inches away from test surface per ASTM E 795. 

B. Acoustical Panel Colors and Patterns:  Match appearance characteristics indicated for each product type. 

1. Where appearance characteristics of acoustical panels are indicated by referencing pattern 
designations in ASTM E 1264 and not manufacturers' proprietary product designations, provide 
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products selected by Architect from each manufacturer's full range that comply with requirements 
indicated for type, pattern, color, light reflectance, acoustical performance, edge detail, and size. 

2.2 ACOUSTICAL PANELS FOR ACOUSTICAL PANEL CEILING  

A. Available Products:  Subject to compliance with requirements: 

1. Armstrong World Industries, Inc. 
2. BPB USA 
3. Ecophon CertainTeed, Inc. 
4. USG Interiors, Inc. 

B. Basis of design Product: 
1. Armstrong World Industries Inc., Fine Fissured, Square Lay-in, #1728 

C. Classification:  Provide panels complying with ASTM E 1264 for type, form, and pattern as follows: 

1. Type and Form:  Type III, mineral base with painted finish; Form 1, nodular. 
2. Pattern:  E (lightly textured). 

D. Color:  As selected from manufacturer's full range. 

E. LR:  Not less than 0.80. 

F. NRC:  Not less than 0.65. 

G. CAC:  Not less than 35. 

H. Edge/Joint Detail:  Square Lay-in. 

I. Thickness:  3/4 inch. 

J. Modular Size:  24 by 24 inches. 

2.3 METAL SUSPENSION SYSTEMS, GENERAL 

A. Metal Suspension System Standard:  Provide manufacturer's standard direct-hung metal suspension 
systems of types, structural classifications, and finishes indicated that comply with applicable 
requirements in ASTM C 635. 

B. Finishes and Colors, General:  Comply with NAAMM's "Metal Finishes Manual for Architectural and 
Metal Products" for recommendations for applying and designating finishes.  Provide manufacturer's 
standard factory-applied finish for type of system indicated. 

1. High-Humidity Finish:  Comply with ASTM C 635 requirements for "Coating Classification for 
Severe Environment Performance" where high-humidity finishes are indicated. 

C. Attachment Devices:  Size for five times the design load indicated in ASTM C 635, Table 1, "Direct 
Hung," unless otherwise indicated.  Comply with seismic design requirements. 

1. Anchors in Concrete:  Anchors of type and material indicated below, with holes or loops for 
attaching hangers of type indicated and with capability to sustain, without failure, a load equal to 
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five times that imposed by ceiling construction, as determined by testing per ASTM E 488 or 
ASTM E 1512 as applicable, conducted by a qualified testing and inspecting agency. 

a. Corrosion Protection:  Carbon-steel components zinc plated to comply with ASTM B 633, 
Class Fe/Zn 5 (0.005 mm) for Class SC 1 service condition. 

b. Corrosion Protection:  Stainless-steel components complying with ASTM F 593 and 
ASTM F 594, Group 1 Alloy 304 or 316 for bolts; Alloy 304 or 316 for anchor. 

c. Corrosion Protection:  Components fabricated from nickel-copper-alloy rods complying 
with ASTM B 164 for UNS No. N04400 alloy. 

D. Wire Hangers, Braces, and Ties:  Provide wires complying with the following requirements: 

1. Zinc-Coated, Carbon-Steel Wire:  ASTM A 641/A 641M, Class 1 zinc coating, soft temper. 
2. Stainless-Steel Wire:  ASTM A 580/A 580M, Type 304, nonmagnetic. 
3. Nickel-Copper-Alloy Wire:  ASTM B 164, nickel-copper-alloy UNS No. N04400. 
4. Size:  Select wire diameter so its stress at 3 times hanger design load (ASTM C 635, Table 1, 

"Direct Hung") will be less than yield stress of wire, but provide not less than 0.135-inch- 
diameter wire. 

2.4 METAL SUSPENSION SYSTEM FOR ACOUSTICAL PANEL CEILING 

A. Available Products:  Subject to compliance with requirements, products that may be incorporated into the 
Work include, but are not limited to, the following: 

1. Armstrong World Industries, Inc.;. 
2. BPB USA;. 
3. Ecophon CertainTeed, Inc.;. 
4. USG Interiors, Inc.;. 

B. Basis of Design Product:  
1. Armstrong World Industries, Inc., Suprafine XL  

2.5 METAL EDGE MOLDINGS AND TRIM 

A. Available Products:  Subject to compliance with requirements, products that may be incorporated into the 
Work include, but are not limited to, the following: 

1. Armstrong World Industries, Inc.;. 
2. BPB USA;. 
3. USG Interiors, Inc.;. 

B. Roll-Formed, Sheet-Metal Edge Moldings and Trim:  Type and profile indicated or, if not indicated, 
manufacturer's standard moldings for edges and penetrations that comply with seismic design 
requirements; formed from sheet metal of same material, finish, and color as that used for exposed 
flanges of suspension system runners. 

1. Provide manufacturer's standard edge moldings that fit acoustical panel edge details and 
suspension systems indicated and that match width and configuration of exposed runners, unless 
otherwise indicated. 

2. For lay-in panels with reveal edge details, provide stepped edge molding that forms reveal of same 
depth and width as that formed between edge of panel and flange at exposed suspension member. 

3. For circular penetrations of ceiling, provide edge moldings fabricated to diameter required to fit 
penetration exactly. 
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2.6 ACOUSTICAL SEALANT 

A. Available Products:  Subject to compliance with requirements, products that may be incorporated into the 
Work include, but are not limited to, the following: 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine substrates, areas, and conditions, including structural framing to which acoustical panel ceilings 
attach or abut, with Installer present, for compliance with requirements specified in this and other 
Sections that affect ceiling installation and anchorage and with requirements for installation tolerances 
and other conditions affecting performance of acoustical panel ceilings. 

1. Proceed with installation only after unsatisfactory conditions have been corrected. 

3.2 PREPARATION 

A. Measure each ceiling area and establish layout of acoustical panels to balance border widths at opposite 
edges of each ceiling.  Avoid using less-than-half-width panels at borders, and comply with layout shown 
on reflected ceiling plans. 

3.3 INSTALLATION 

A. General:  Install acoustical panel ceilings to comply with ASTM C 636 and seismic design requirements 
indicated, per manufacturer's written instructions and CISCA's "Ceiling Systems Handbook." 

B. Suspend ceiling hangers from building's structural members and as follows: 

1. Install hangers plumb and free from contact with insulation or other objects within ceiling plenum 
that are not part of supporting structure or of ceiling suspension system. 

2. Splay hangers only where required to miss obstructions; offset resulting horizontal forces by 
bracing, countersplaying, or other equally effective means. 

3. Where width of ducts and other construction within ceiling plenum produces hanger spacings that 
interfere with location of hangers at spacings required to support standard suspension system 
members, install supplemental suspension members and hangers in form of trapezes or equivalent 
devices. 

4. Secure wire hangers to ceiling suspension members and to supports above with a minimum of 
three tight turns.  Connect hangers directly either to structures or to inserts, eye screws, or other 
devices that are secure and appropriate for substrate and that will not deteriorate or otherwise fail 
due to age, corrosion, or elevated temperatures. 

5. Do not support ceilings directly from permanent metal forms or floor deck.  Fasten hangers to 
cast-in-place hanger inserts, postinstalled mechanical or adhesive anchors, or power-actuated 
fasteners that extend through forms into concrete. 

6. When steel framing does not permit installation of hanger wires at spacing required, install 
carrying channels or other supplemental support for attachment of hanger wires. 

7. Do not attach hangers to steel deck tabs. 
8. Do not attach hangers to steel roof deck.  Attach hangers to structural members. 
9. Space hangers not more than 48 inches o.c. along each member supported directly from hangers, 

unless otherwise indicated; provide hangers not more than 8 inches from ends of each member. 
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10. Size supplemental suspension members and hangers to support ceiling loads within performance 
limits established by referenced standards and publications. 

C. Secure bracing wires to ceiling suspension members and to supports with a minimum of four tight turns.  
Suspend bracing from building's structural members as required for hangers, without attaching to 
permanent metal forms, steel deck, or steel deck tabs.  Fasten bracing wires into concrete with cast-in-
place or postinstalled anchors. 

D. Install edge moldings and trim of type indicated at perimeter of acoustical ceiling area and where 
necessary to conceal edges of acoustical panels. 

1. Apply acoustical sealant in a continuous ribbon concealed on back of vertical legs of moldings 
before they are installed. 

2. Screw attach moldings to substrate at intervals not more than 16 inches o.c. and not more than 3 
inches from ends, leveling with ceiling suspension system to a tolerance of 1/8 inch in 12 feet.  
Miter corners accurately and connect securely. 

3. Do not use exposed fasteners, including pop rivets, on moldings and trim. 

E. Install suspension system runners so they are square and securely interlocked with one another.  Remove 
and replace dented, bent, or kinked members. 

F. Install acoustical panels with undamaged edges and fit accurately into suspension system runners and 
edge moldings.  Scribe and cut panels at borders and penetrations to provide a neat, precise fit. 

1. Arrange directionally patterned acoustical panels as follows: 

a. As indicated on reflected ceiling plans. 
b. Install panels with pattern running in one direction parallel to long axis of space. 
c. Install panels in a basket-weave pattern. 

2. For square-edged panels, install panels with edges fully hidden from view by flanges of 
suspension system runners and moldings. 

3. Paint cut edges of panel remaining exposed after installation; match color of exposed panel 
surfaces using coating recommended in writing for this purpose by acoustical panel manufacturer. 

3.4 CLEANING 

A. Clean exposed surfaces of acoustical panel ceilings, including trim, edge moldings, and suspension 
system members.  Comply with manufacturer's written instructions for cleaning and touchup of minor 
finish damage.  Remove and replace ceiling components that cannot be successfully cleaned and repaired 
to permanently eliminate evidence of damage. 

END OF SECTION 095113 



SECTION 144200 - WHEELCHAIR LIFTS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. Section Includes:  

1. Vertical platform lifts. 

B. Related Sections: 
1. Division 26 Sections for electrical service to lifts, including fused disconnect switches. 

1.3 SUBMITTALS 

A. Product Data:  For each type of product indicated.  Include rated capacities, operating 
characteristics, dimensions, electrical characteristics, safety features, controls, and finishes. 

B. Shop Drawings:  For each lift.  Include plans, elevations, sections, details, and attachments to 
other work. 

1. Detail equipment assemblies and indicate dimensions, weights, loads, required 
clearances, method of field assembly, components, and location and size of each field 
connection. 

2. Wiring Diagrams:  For power, signal, and control wiring. 

C. Samples for Initial Selection:  For surfaces and components with factory-applied color finishes. 

1. Include similar Samples of accessories involving color selection. 

D. Samples for Verification:  For each type of exposed finish required, prepared on Samples of size 
indicated below: 

1. Metal Finish:  Manufacturer's standard-size unit, not less than 3 inches square. 
2. Wood Finish:  Manufacturer's standard-size unit, not less than 3 inches square. 
3. Tubular Products and Running Trim:  Manufacturer's standard-size unit, 6 inches long. 
4. Glass and Glazing:  Units 12 inches square. 
5. Hardware:  Manufacturer's standard, exposed, door-operating device. 

E. Qualification Data:  For qualified Installer. 
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F. Manufacturer Certificates:  Signed by lift manufacturer certifying that runway, ramp or pit, and 
dimensions as shown on Drawings and that electrical service as shown and specified are 
adequate for lift being provided. 

G. Inspection and Acceptance Certificates and Operating Permits:  As required by authorities 
having jurisdiction for normal, unrestricted use of lifts. 

H. Operation and Maintenance Data:  For each type of lift to include in operation and maintenance 
manuals.  In addition to items specified in Division 01 Section "Operation and Maintenance 
Data," include the following: 

1. Parts list with sources indicated. 
2. Recommended parts inventory list. 

I. Warranty:  Sample of special warranty. 

J. Continuing maintenance proposal. 

1.4 QUALITY ASSURANCE 

A. Installer Qualifications:  Manufacturer's authorized representative who is trained and approved 
for installation of units required for this Project. 

1. Maintenance Proximity:  Not more than two hours' normal travel time from Installer's 
place of business to Project site. 

B. Regulatory Requirements:  In addition to requirements of authorities having jurisdiction, 
comply with ASME A18.1, "Safety Standard for Platform Lifts and Stairway Chairlifts." 

1.5 WARRANTY 

A. Special Warranty:  Manufacturer's standard form in which manufacturer agrees to repair or 
replace components of lifts that fail in materials or workmanship within specified warranty 
period. 

1. Warranty Period:  Five years from date of Substantial Completion. 

1.6 MAINTENANCE SERVICE 

A. Initial Maintenance Service:  Beginning at Substantial Completion, provide 12 months' full 
maintenance by skilled employees of lift Installer.  Include quarterly preventive maintenance 
and repair or replacement of worn or defective components, lubrication, cleaning, and adjusting 
as required for proper lift operation at rated speed and capacity.  Provide parts and supplies the 
same as those used in the manufacture and installation of original equipment. 

B. Continuing Maintenance Proposal:  From Installer to Owner, in the form of a standard yearly 
maintenance agreement, starting on date initial maintenance service is concluded.  State 
services, obligations, conditions, and terms for agreement period and for future renewal options. 

Ft. Douglas Museum 2 144200 
Phase 2 August 2008 WHEELCHAIR LIFTS 



PART 2 - PRODUCTS 

2.1 MATERIALS 

A. Steel Plates, Shapes, and Bars:  ASTM A 36/A 36M. 

B. Steel Tubing:  ASTM A 500. 

C. Steel Pipe:  ASTM A 53/A 53M; standard weight (Schedule 40) unless otherwise indicated or 
required by structural loads. 

D. Cold-Rolled Steel Sheet:  ASTM A 1008/A 1008M, commercial steel (CS), Type B, exposed, 
matte finish. 

E. Hot-Rolled Steel Sheet:  ASTM A 1011/A 1011M, commercial steel (CS), Type B, pickled. 

F. Inserts:  Furnish required concrete and masonry inserts and similar anchorage devices for 
installing structural members, guide rails, machines, and other lift components where 
installation of devices is specified in another Section. 

G. Expansion Anchors:  Anchor-bolt-and-sleeve assembly of material indicated below with 
capability to sustain a load equal to 10 times the load imposed as determined by testing per 
ASTM E 488 conducted by a qualified independent testing agency. 

1. Material:  Carbon-steel components, zinc plated to comply with ASTM B 633, 
Class Fe/Zn 5. 

2. Material:  Group 1, Alloy 304 or Alloy 316, stainless-steel bolts and nuts complying with 
ASTM F 593 and ASTM F 594. 

H. Nonshrink, Nonmetallic Grout:  Factory-packaged, nonstaining, noncorrosive, nongaseous grout 
complying with ASTM C 1107. 

2.2 VERTICAL PLATFORM LIFTS 

A. Vertical Platform Lifts:  Manufacturer's standard preengineered lift systems as indicated. 
1. Subject to compliance with requirements, provide commercial product by one of the 

following: 

a. Concord Elevator Inc. 
b. Flinchbaugh Company, Inc. (The). 
c. Florlift of New Jersey, Inc. 
d. Garaventa Accessibility. 
e. Giant Lift Equipment Mfg. Co. Inc. 
f. Inclinator Company of America. 
g. Liftavator, Inc. 
h. Lift-U; Division of Hogan Mfg., Inc. 
i. National Wheel-O-Vator Co., Inc. (The). 
j. Savaria Corporation. 
k. ThyssenKrupp Access; a ThyssenKrupp company. 
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B. Platform Size:  36 by 54 inches. 

C. Door Operation and Clear Opening Width:  Low-energy, power-operated doors that remain 
open for 20 seconds minimum; end door with minimum 32-inch clear opening width. 

D. Rated Speed:  17 fpm. 

E. Rated Load: 550 lbs Minimum. 

F. Travel Distance: 144 inches. 

G. Power Supply:  120 V, 15amp. 

H. Emergency Operation:  Provide emergency manual operation to raise or lower units in case of 
malfunction or power loss. 

I. Self-Supporting Units:  Support vertical loads of units only at base, with lateral support only at 
landing levels. 

J. Platform Enclosure and Door:  Rectangular steel-tube frame with flush steel-sheet panels. 

K. Platform Shaftway:  Provide a gypsum board shaft as per the drawings with doors provided by 
lift installer.  

2.3 GENERAL FINISH REQUIREMENTS 

A. Comply with NAAMM's "Metal Finishes Manual for Architectural and Metal Products" for 
recommendations for applying and designating finishes. 

B. Protect mechanical finishes on exposed surfaces from damage by applying a strippable, 
temporary protective covering before shipping. 

C. Appearance of Finished Work:  Noticeable variations in same piece are not acceptable.  
Variations in appearance of adjoining components are acceptable if they are within the range of 
approved Samples and are assembled or installed to minimize contrast. 

2.4 FINISHES 

A. Steel Factory Finish: 
1. Powder-Coat Finish:  Immediately after cleaning and pretreating, apply manufacturer's 

standard, thermosetting polyester or acrylic urethane powder coating with a cured film 
thickness not less than 1.5 mils. 

2. Color and Gloss:  As selected by Architect from manufacturer's full range. 

Ft. Douglas Museum 4 144200 
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PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine substrates, areas, and conditions, with Installer present, for compliance with 
requirements for installation tolerances, critical dimensions, and other conditions affecting 
performance. 

B. For the record, prepare written report, endorsed by Installer, listing conditions detrimental to 
performance. 

C. Proceed with installation only after unsatisfactory conditions have been corrected. 

3.2 INSTALLATION 

A. Wiring Method:  Conceal conductors and cables within housings of units or building 
construction.  Do not install conduit exposed to view in finished spaces.  Bundle, lace, and train 
conductors to terminal points with no excess and without exceeding manufacturer's limitations 
on bending radii. 

B. Coordinate runway doors with platform travel and positioning, for accurate alignment and 
minimum clearance between platforms, runway doors, sills, and door frames. 

C. Position sills accurately and fill space under sills solidly with nonshrink, nonmetallic grout. 

D. Coordinate platform doors with platform travel and positioning. 

E. Adjust stops for accurate stopping and leveling at each landing, within required tolerances. 

1. Leveling Tolerance:  1/4 inch up or down, regardless of load and direction of travel. 

F. Adjust retractable ramps to meet maximum allowable slope and change-in-elevation 
requirements, and to lie fully against landing surfaces. 

G. Lubricate operating parts of lift, including drive mechanism, guide rails, hinges, safety devices, 
and hardware. 

H. Test safety devices and verify smoothness of required protective enclosures and fascias 

3.3 FIELD QUALITY CONTROL 

A. Acceptance Testing:  On completion of lift installation and before permitting use of lifts, 
perform acceptance tests as required and recommended by ASME A18.1 and authorities having 
jurisdiction. 

B. Operating Test:  In addition to above testing, load lifts to rated capacity and operate 
continuously for 30 minutes between lowest and highest landings served.  Readjust stops, signal 
equipment, and other devices for accurate stopping and operation of system. 

Ft. Douglas Museum 5 144200 
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C. Advise Owner, Architect, and authorities having jurisdiction in advance of dates and times tests 
are to be performed on lifts. 

3.4 DEMONSTRATION 

A. Engage a factory-authorized service representative to train Owner's maintenance personnel to 
adjust, operate, and maintain lifts.  Include a review of emergency systems and emergency 
procedures to be followed at time of operational failure and other building emergencies. 

B. Check operation of lifts with Owner's personnel present and before date of Substantial 
Completion.  Determine that operating systems and devices are functioning properly. 

C. Check operation of lifts with Owner's personnel present not more than one month before end of 
warranty period.  Determine that operating systems and devices are functioning properly. 

END OF SECTION 144200 
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          DEMOLITION  NOTES

1. REMOVE & DISPOSE OF FIXTURES
2. EXISTING WALL TO BE REMOVED (SHOWN DASHED LINE &
HATCHED).
3. CUT OPENING IN FLOOR FOR MECHANICAL.
4. EXISTING DOOR & FRAME TO BE REMOVED (SHOWN DASHED
LINE)
5. REMOVE EXISTING WOOD FLOOR.
6. CUT OPENING FOR NEW DOOR IN EXISTING WALL.
7. EXISTING BOILER - REMOVE AFTER NEW MECHANICAL
SYSTEM IS OPERATIONAL

GENERAL NOTES
1.   AREAS OF WORK WILL BE FREE OF ALL STORED MATERIAL, CASES,

EQUIPMENT, ETC. IF ITEMS REMAIN, CONTACT OWNER FOR REMOVAL.

2.  ALL ITEMS ARE EXISTING TO REMAIN UNLESS NOTED OTHERWISE.

3.  ALL DEMOLISHED MATERIALS ARE TO BE LEGALLY DISPOSED OF OFF

SITE.

4.  ALL DRAWINGS AND STRUCTURAL DESIGNS ARE BASED ON ASSUMED

CONSTRUCTION CONDITIONS AS EVIDENT BY FIELD OBSERVATIONS.  IF

THE EXISTING CONDITIONS VARY FROM THE ASSUMED CONDITIONS

PRESENT IN THIS SET OF DOCUMENTS, THE CONTRACTOR IS TO CONTACT

THE ARCHITECT & STRUCTURAL ENGINEER BEFORE PROCEEDING WITH

WORK.

5.  CONTRACTOR IS RESPONSIBLE TO COORDINATE ALL DEMOLITION WORK

WITH MECHANICAL AND ELECTRICAL TRADES.  REFERENCE MECHANICAL &

ELECTRICAL PLANS FOR ADDITIONAL DEMOLITION REQUIREMENTS.

6.  CONTRACTOR IS RESPONSIBLE FOR ALL SHORING & BRACING

REQUIRED TO SAFELY CARRY OUT THE WORK OF THIS CONTRACT.

7. WHERE ANY ITEM IS INDICATED TO BE REMOVED, WORK OF THIS

CONTRACT INCLUDES PATCH & REPAIR OF ALL FINISHES DAMAGED OR

OTHERWISE IMPACTED BY THIS WORK, WHETHER OR NOT SUCH REPAIR IS

SPECIFICALLY IDENTIFIED IN DRAWINGS. PATCH AND REPAIR INCLUDES,

BUT IS NOT LIMITED TO:

   A. REMOVE PAINT, CAULK, FASTENERS, & OTHER RESIDUE FROM FINISH

SURFACES EXPOSED BY DEMOLITION. FILL HOLES & VOIDS WITH

MATCHING MATERIALS AS APPROVED BY THE ARCHITECT.

   B. WHERE DEMOLITION WORK EXPOSES UNFINISHED SURFACES,

PROVIDE NEW FINISHES TO MATCH ADJACENT FINISH SURFACES AS

APPROVED BY ARCHITECT. NEW FINISHES ARE TO BE SUBSTANTIALLY

SIMILAR IN CHARACTER AND QUALITY WITH ADJACENT FINISHES.

8. DEMOLITION WORK OF THIS CONTRACT INCLUDES INCIDENTAL REMOVAL

AND/OR MODIFICATION OF MINOR FEATURES NOT SPECIFICALLY

INDICATED IN THE DRAWINGS, BUT REQUIRED IN ORDER TO

ACCOMMODATE THE FINISHED & FUNCTIONAL DESIGN.

9. ALL DIMENSIONS SHOWING EXISTING CONDITIONS ARE TO BE FIELD

VERIFIED BY CONTRACTOR.

10.  CONTRACTOR IS RESPONSIBLE FOR ALL HAZARDOUS MATERIALS

TESTING AND ABATEMENT.  COORDINATE ANY SUCH TEST OR ABATEMENT

WITH THE OWNER.

     (BID ALT.)  DEMOLITION  NOTES

1a. EXISTING WALL TO BE REMOVED (SHOWN DASHED LINE &
HATCHED).
2a. EXISTING DOOR & FRAME TO BE REMOVED (SHOWN DASHED
LINE)
3a. CUT OPENING IN FLOOR FOR NEW ADA LIFT.
4a. NOT USED
5a. MODIFY EXISTING FLOOR TO ACCOMMODATE REMOVABLE
HAR SHEATING & JOISTS TO PROVIDED OPENING FOR NEW
CRAINE-RAIL HOIST.
6a. SAW CUT NEW OPENING FOR DOOR
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GENERAL NOTES
1.   AREAS OF WORK WILL BE FREE OF ALL STORED MATERIAL, CASES,

EQUIPMENT, ETC. IF ITEMS REMAIN, CONTACT OWNER FOR REMOVAL.

2.  ALL ITEMS ARE EXISTING TO REMAIN UNLESS NOTED OTHERWISE.

3.  ALL DEMOLISHED MATERIALS ARE TO BE LEGALLY DISPOSED OF OFF

SITE.

4.  ALL DRAWINGS AND STRUCTURAL DESIGNS ARE BASED ON ASSUMED

CONSTRUCTION CONDITIONS AS EVIDENT BY FIELD OBSERVATIONS.  IF

THE EXISTING CONDITIONS VARY FROM THE ASSUMED CONDITIONS

PRESENT IN THIS SET OF DOCUMENTS, THE CONTRACTOR IS TO CONTACT

THE ARCHITECT & STRUCTURAL ENGINEER BEFORE PROCEEDING WITH

WORK.

5.  CONTRACTOR IS RESPONSIBLE TO COORDINATE ALL DEMOLITION WORK

WITH MECHANICAL AND ELECTRICAL TRADES.  REFERENCE MECHANICAL &

ELECTRICAL PLANS FOR ADDITIONAL DEMOLITION REQUIREMENTS.

6.  CONTRACTOR IS RESPONSIBLE FOR ALL SHORING & BRACING

REQUIRED TO SAFELY CARRY OUT THE WORK OF THIS CONTRACT.

7. WHERE ANY ITEM IS INDICATED TO BE REMOVED, WORK OF THIS

CONTRACT INCLUDES PATCH & REPAIR OF ALL FINISHES DAMAGED OR

OTHERWISE IMPACTED BY THIS WORK, WHETHER OR NOT SUCH REPAIR IS

SPECIFICALLY IDENTIFIED IN DRAWINGS. PATCH AND REPAIR INCLUDES,

BUT IS NOT LIMITED TO:

   A. REMOVE PAINT, CAULK, FASTENERS, & OTHER RESIDUE FROM FINISH

SURFACES EXPOSED BY DEMOLITION. FILL HOLES & VOIDS WITH

MATCHING MATERIALS AS APPROVED BY THE ARCHITECT.

   B. WHERE DEMOLITION WORK EXPOSES UNFINISHED SURFACES,

PROVIDE NEW FINISHES TO MATCH ADJACENT FINISH SURFACES AS

APPROVED BY ARCHITECT. NEW FINISHES ARE TO BE SUBSTANTIALLY

SIMILAR IN CHARACTER AND QUALITY WITH ADJACENT FINISHES.

8. DEMOLITION WORK OF THIS CONTRACT INCLUDES INCIDENTAL REMOVAL

AND/OR MODIFICATION OF MINOR FEATURES NOT SPECIFICALLY

INDICATED IN THE DRAWINGS, BUT REQUIRED IN ORDER TO

ACCOMMODATE THE FINISHED & FUNCTIONAL DESIGN.

9. ALL DIMENSIONS SHOWING EXISTING CONDITIONS ARE TO BE FIELD

VERIFIED BY CONTRACTOR.

10.  CONTRACTOR IS RESPONSIBLE FOR ALL HAZARDOUS MATERIALS

TESTING AND ABATEMENT.  COORDINATE ANY SUCH TEST OR ABATEMENT

WITH THE OWNER.

             REFERENCE  NOTES

3

1. NEW WALL
2. NEW FURRED OUT WALL - PROVIDED HORIZONTAL SHAFT
WALL BETWEEN LOWER FLOOR AND MAIN FLOOR.
3. INFILLED WALL
4. NEW HANDRAIL
5. NEW HIGH/LOW EWC (SEE ELEVATION A5/AF101)
6. NEW 6" X 6' X 32' CONCRETE PAD FOR MECHANICAL UNITS.
7. NEW LANDING - TREATED 2"X 6" @ 12" O.C. W/3/4" OSB.
8. NEW CONCRETE PAD

   (BID ALT.)  REFERENCE  NOTES

1a. NEW WALL
2a. NEW DISPLAY / FURNITURE BY OWNERS
3a. NOT USED
4a. NEW ADA LIFT
5a. REMOVABLE FLOOR FRAMING SYSTEM TO PROVIDE ACCESS
TO BASEMENT THROUGH FLOOR.
6a. NEW GUARDRAIL

3
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   (BID ALT.)  REFERENCE  NOTES

1a. NEW WALL
2a. NEW DISPLAY / FURNITURE BY OWNERS
3a. NOT USED
4a. NEW ADA LIFT
5a. REMOVABLE FLOOR FRAMING SYSTEM TO PROVIDE ACCESS
TO BASEMENT THROUGH FLOOR.
6a. NEW GUARDRAIL

3

             REFERENCE  NOTES

3

1. NEW WALL
2. NEW FURRED OUT WALL - PROVIDED HORIZONTAL SHAFT
WALL BETWEEN LOWER FLOOR AND MAIN FLOOR.
3. INFILLED WALL
4. NEW HANDRAIL
5. NEW HIGH/LOW EWC (SEE ELEVATION A5/AF101)
6. NEW 6" X 6' X 32' CONCRETE PAD FOR MECHANICAL UNITS.
7. NEW LANDING - TREATED 2"X 6" @ 12" O.C. W/3/4" OSB.
8. NEW CONCRETE PAD

GENERAL NOTES
1.   AREAS OF WORK WILL BE FREE OF ALL STORED MATERIAL, CASES,

EQUIPMENT, ETC. IF ITEMS REMAIN, CONTACT OWNER FOR REMOVAL.

2.  ALL ITEMS ARE EXISTING TO REMAIN UNLESS NOTED OTHERWISE.

3.  ALL DEMOLISHED MATERIALS ARE TO BE LEGALLY DISPOSED OF OFF

SITE.

4.  ALL DRAWINGS AND STRUCTURAL DESIGNS ARE BASED ON ASSUMED

CONSTRUCTION CONDITIONS AS EVIDENT BY FIELD OBSERVATIONS.  IF

THE EXISTING CONDITIONS VARY FROM THE ASSUMED CONDITIONS

PRESENT IN THIS SET OF DOCUMENTS, THE CONTRACTOR IS TO CONTACT

THE ARCHITECT & STRUCTURAL ENGINEER BEFORE PROCEEDING WITH

WORK.

5.  CONTRACTOR IS RESPONSIBLE TO COORDINATE ALL DEMOLITION WORK

WITH MECHANICAL AND ELECTRICAL TRADES.  REFERENCE MECHANICAL &

ELECTRICAL PLANS FOR ADDITIONAL DEMOLITION REQUIREMENTS.

6.  CONTRACTOR IS RESPONSIBLE FOR ALL SHORING & BRACING

REQUIRED TO SAFELY CARRY OUT THE WORK OF THIS CONTRACT.

7. WHERE ANY ITEM IS INDICATED TO BE REMOVED, WORK OF THIS

CONTRACT INCLUDES PATCH & REPAIR OF ALL FINISHES DAMAGED OR

OTHERWISE IMPACTED BY THIS WORK, WHETHER OR NOT SUCH REPAIR IS

SPECIFICALLY IDENTIFIED IN DRAWINGS. PATCH AND REPAIR INCLUDES,

BUT IS NOT LIMITED TO:

   A. REMOVE PAINT, CAULK, FASTENERS, & OTHER RESIDUE FROM FINISH

SURFACES EXPOSED BY DEMOLITION. FILL HOLES & VOIDS WITH

MATCHING MATERIALS AS APPROVED BY THE ARCHITECT.

   B. WHERE DEMOLITION WORK EXPOSES UNFINISHED SURFACES,

PROVIDE NEW FINISHES TO MATCH ADJACENT FINISH SURFACES AS

APPROVED BY ARCHITECT. NEW FINISHES ARE TO BE SUBSTANTIALLY

SIMILAR IN CHARACTER AND QUALITY WITH ADJACENT FINISHES.

8. DEMOLITION WORK OF THIS CONTRACT INCLUDES INCIDENTAL REMOVAL

AND/OR MODIFICATION OF MINOR FEATURES NOT SPECIFICALLY

INDICATED IN THE DRAWINGS, BUT REQUIRED IN ORDER TO

ACCOMMODATE THE FINISHED & FUNCTIONAL DESIGN.

9. ALL DIMENSIONS SHOWING EXISTING CONDITIONS ARE TO BE FIELD

VERIFIED BY CONTRACTOR.

10.  CONTRACTOR IS RESPONSIBLE FOR ALL HAZARDOUS MATERIALS

TESTING AND ABATEMENT.  COORDINATE ANY SUCH TEST OR ABATEMENT

WITH THE OWNER.
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                DEMO RCP  NOTES            DEMO RCP LEGEND

= REMOVE LAY-IN TILE CEILING. PATCH &
REPAIR EXISTING CEILING

= REMOVE CEILING & REPLACE WITH
NEW GYPSUM BOARD

1. EXISTING CEILING - REPAIR & REPAINT. SEE
FINISH SCHEDULE
2. FIX & REPAIR EXISTING LAY-IN CEILING.
3. EXISTING ATTIC HATCH TO BE DEMO

3

GENERAL NOTES
1.   AREAS OF WORK WILL BE FREE OF ALL STORED MATERIAL, CASES,

EQUIPMENT, ETC. IF ITEMS REMAIN, CONTACT OWNER FOR REMOVAL.

2.  ALL ITEMS ARE EXISTING TO REMAIN UNLESS NOTED OTHERWISE.

3.  ALL DEMOLISHED MATERIALS ARE TO BE LEGALLY DISPOSED OF OFF

SITE.

4.  ALL DRAWINGS AND STRUCTURAL DESIGNS ARE BASED ON ASSUMED

CONSTRUCTION CONDITIONS AS EVIDENT BY FIELD OBSERVATIONS.  IF

THE EXISTING CONDITIONS VARY FROM THE ASSUMED CONDITIONS

PRESENT IN THIS SET OF DOCUMENTS, THE CONTRACTOR IS TO CONTACT

THE ARCHITECT & STRUCTURAL ENGINEER BEFORE PROCEEDING WITH

WORK.

5.  CONTRACTOR IS RESPONSIBLE TO COORDINATE ALL DEMOLITION WORK

WITH MECHANICAL AND ELECTRICAL TRADES.  REFERENCE MECHANICAL &

ELECTRICAL PLANS FOR ADDITIONAL DEMOLITION REQUIREMENTS.

6.  CONTRACTOR IS RESPONSIBLE FOR ALL SHORING & BRACING

REQUIRED TO SAFELY CARRY OUT THE WORK OF THIS CONTRACT.

7. WHERE ANY ITEM IS INDICATED TO BE REMOVED, WORK OF THIS

CONTRACT INCLUDES PATCH & REPAIR OF ALL FINISHES DAMAGED OR

OTHERWISE IMPACTED BY THIS WORK, WHETHER OR NOT SUCH REPAIR IS

SPECIFICALLY IDENTIFIED IN DRAWINGS. PATCH AND REPAIR INCLUDES,

BUT IS NOT LIMITED TO:

   A. REMOVE PAINT, CAULK, FASTENERS, & OTHER RESIDUE FROM FINISH

SURFACES EXPOSED BY DEMOLITION. FILL HOLES & VOIDS WITH

MATCHING MATERIALS AS APPROVED BY THE ARCHITECT.

   B. WHERE DEMOLITION WORK EXPOSES UNFINISHED SURFACES,

PROVIDE NEW FINISHES TO MATCH ADJACENT FINISH SURFACES AS

APPROVED BY ARCHITECT. NEW FINISHES ARE TO BE SUBSTANTIALLY

SIMILAR IN CHARACTER AND QUALITY WITH ADJACENT FINISHES.

8. DEMOLITION WORK OF THIS CONTRACT INCLUDES INCIDENTAL REMOVAL

AND/OR MODIFICATION OF MINOR FEATURES NOT SPECIFICALLY

INDICATED IN THE DRAWINGS, BUT REQUIRED IN ORDER TO

ACCOMMODATE THE FINISHED & FUNCTIONAL DESIGN.

9. ALL DIMENSIONS SHOWING EXISTING CONDITIONS ARE TO BE FIELD

VERIFIED BY CONTRACTOR.

10.  CONTRACTOR IS RESPONSIBLE FOR ALL HAZARDOUS MATERIALS

TESTING AND ABATEMENT.  COORDINATE ANY SUCH TEST OR ABATEMENT

WITH THE OWNER.
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GENERAL NOTES
1.   AREAS OF WORK WILL BE FREE OF ALL STORED MATERIAL, CASES,

EQUIPMENT, ETC. IF ITEMS REMAIN, CONTACT OWNER FOR REMOVAL.

2.  ALL ITEMS ARE EXISTING TO REMAIN UNLESS NOTED OTHERWISE.

3.  ALL DEMOLISHED MATERIALS ARE TO BE LEGALLY DISPOSED OF OFF

SITE.

4.  ALL DRAWINGS AND STRUCTURAL DESIGNS ARE BASED ON ASSUMED

CONSTRUCTION CONDITIONS AS EVIDENT BY FIELD OBSERVATIONS.  IF

THE EXISTING CONDITIONS VARY FROM THE ASSUMED CONDITIONS

PRESENT IN THIS SET OF DOCUMENTS, THE CONTRACTOR IS TO CONTACT

THE ARCHITECT & STRUCTURAL ENGINEER BEFORE PROCEEDING WITH

WORK.

5.  CONTRACTOR IS RESPONSIBLE TO COORDINATE ALL DEMOLITION WORK

WITH MECHANICAL AND ELECTRICAL TRADES.  REFERENCE MECHANICAL &

ELECTRICAL PLANS FOR ADDITIONAL DEMOLITION REQUIREMENTS.

6.  CONTRACTOR IS RESPONSIBLE FOR ALL SHORING & BRACING

REQUIRED TO SAFELY CARRY OUT THE WORK OF THIS CONTRACT.

7. WHERE ANY ITEM IS INDICATED TO BE REMOVED, WORK OF THIS

CONTRACT INCLUDES PATCH & REPAIR OF ALL FINISHES DAMAGED OR

OTHERWISE IMPACTED BY THIS WORK, WHETHER OR NOT SUCH REPAIR IS

SPECIFICALLY IDENTIFIED IN DRAWINGS. PATCH AND REPAIR INCLUDES,

BUT IS NOT LIMITED TO:

   A. REMOVE PAINT, CAULK, FASTENERS, & OTHER RESIDUE FROM FINISH

SURFACES EXPOSED BY DEMOLITION. FILL HOLES & VOIDS WITH

MATCHING MATERIALS AS APPROVED BY THE ARCHITECT.

   B. WHERE DEMOLITION WORK EXPOSES UNFINISHED SURFACES,

PROVIDE NEW FINISHES TO MATCH ADJACENT FINISH SURFACES AS

APPROVED BY ARCHITECT. NEW FINISHES ARE TO BE SUBSTANTIALLY

SIMILAR IN CHARACTER AND QUALITY WITH ADJACENT FINISHES.

8. DEMOLITION WORK OF THIS CONTRACT INCLUDES INCIDENTAL REMOVAL

AND/OR MODIFICATION OF MINOR FEATURES NOT SPECIFICALLY

INDICATED IN THE DRAWINGS, BUT REQUIRED IN ORDER TO

ACCOMMODATE THE FINISHED & FUNCTIONAL DESIGN.

9. ALL DIMENSIONS SHOWING EXISTING CONDITIONS ARE TO BE FIELD

VERIFIED BY CONTRACTOR.

10.  CONTRACTOR IS RESPONSIBLE FOR ALL HAZARDOUS MATERIALS

TESTING AND ABATEMENT.  COORDINATE ANY SUCH TEST OR ABATEMENT

WITH THE OWNER.

                 REFERENCE  NOTES                  RCP LEGEND

= NEW SUSPEND GYPSUM BOARD

= (2)  LAYERS OF 5/8" GYPSUM BOARD

= 2' X 2' LAYIN CEILING TILE

NOTE: SEE A3/AE401 FOR SUSPENDED
CEILING DETAIL

1. EXISTING CEILING - REPAIR & REPAINT. SEE
FINISH SCHEDULE
2. EXISTING TRUSS (PAINTED).
3.  EXISTING SUSPEND CEILING - REPAIR AS
NECESSARY
4. NEW CEILING (5/8" GYPSUM BOARD)
5. NEW ATTIC HATCH (22"X 30")
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A1
MAIN LEVEL REFLECTED CEILING PLAN

1/8" =  1'-0"

3
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CLG. @ EXIST. ELEV.

CLG. @ EXIST. ELEV.

UNEXCAVATED UNEXCAVATED

UNEXCAVATED
UNEXCAV.

3

Vault
115

OFFICE
103

OFFICE
104

Collections Support
114

EXHIBITS
105

WORK ROOM
102

EXHIBITS SPACE
110

Hall/Stair
109

MECHANICAL
113

ORDNANCE
108

MENS RESTROOM
107

WOMENS RESTSROOM
106

SHIP/RECEIVE
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GENERAL NOTES
1.   AREAS OF WORK WILL BE FREE OF ALL STORED MATERIAL, CASES,

EQUIPMENT, ETC. IF ITEMS REMAIN, CONTACT OWNER FOR REMOVAL.

2.  ALL ITEMS ARE EXISTING TO REMAIN UNLESS NOTED OTHERWISE.

3.  ALL DEMOLISHED MATERIALS ARE TO BE LEGALLY DISPOSED OF OFF

SITE.

4.  ALL DRAWINGS AND STRUCTURAL DESIGNS ARE BASED ON ASSUMED

CONSTRUCTION CONDITIONS AS EVIDENT BY FIELD OBSERVATIONS.  IF

THE EXISTING CONDITIONS VARY FROM THE ASSUMED CONDITIONS

PRESENT IN THIS SET OF DOCUMENTS, THE CONTRACTOR IS TO CONTACT

THE ARCHITECT & STRUCTURAL ENGINEER BEFORE PROCEEDING WITH

WORK.

5.  CONTRACTOR IS RESPONSIBLE TO COORDINATE ALL DEMOLITION WORK

WITH MECHANICAL AND ELECTRICAL TRADES.  REFERENCE MECHANICAL &

ELECTRICAL PLANS FOR ADDITIONAL DEMOLITION REQUIREMENTS.

6.  CONTRACTOR IS RESPONSIBLE FOR ALL SHORING & BRACING

REQUIRED TO SAFELY CARRY OUT THE WORK OF THIS CONTRACT.

7. WHERE ANY ITEM IS INDICATED TO BE REMOVED, WORK OF THIS

CONTRACT INCLUDES PATCH & REPAIR OF ALL FINISHES DAMAGED OR

OTHERWISE IMPACTED BY THIS WORK, WHETHER OR NOT SUCH REPAIR IS

SPECIFICALLY IDENTIFIED IN DRAWINGS. PATCH AND REPAIR INCLUDES,

BUT IS NOT LIMITED TO:

   A. REMOVE PAINT, CAULK, FASTENERS, & OTHER RESIDUE FROM FINISH

SURFACES EXPOSED BY DEMOLITION. FILL HOLES & VOIDS WITH

MATCHING MATERIALS AS APPROVED BY THE ARCHITECT.

   B. WHERE DEMOLITION WORK EXPOSES UNFINISHED SURFACES,

PROVIDE NEW FINISHES TO MATCH ADJACENT FINISH SURFACES AS

APPROVED BY ARCHITECT. NEW FINISHES ARE TO BE SUBSTANTIALLY

SIMILAR IN CHARACTER AND QUALITY WITH ADJACENT FINISHES.

8. DEMOLITION WORK OF THIS CONTRACT INCLUDES INCIDENTAL REMOVAL

AND/OR MODIFICATION OF MINOR FEATURES NOT SPECIFICALLY

INDICATED IN THE DRAWINGS, BUT REQUIRED IN ORDER TO

ACCOMMODATE THE FINISHED & FUNCTIONAL DESIGN.

9. ALL DIMENSIONS SHOWING EXISTING CONDITIONS ARE TO BE FIELD

VERIFIED BY CONTRACTOR.

10.  CONTRACTOR IS RESPONSIBLE FOR ALL HAZARDOUS MATERIALS

TESTING AND ABATEMENT.  COORDINATE ANY SUCH TEST OR ABATEMENT

WITH THE OWNER.

                 REFERENCE  NOTES                  RCP LEGEND

= NEW SUSPEND GYPSUM BOARD

= (2)  LAYERS OF 5/8" GYPSUM BOARD

= 2' X 2' LAYIN CEILING TILE

NOTE: SEE A3/AE401 FOR SUSPENDED
CEILING DETAIL

1. EXISTING CEILING - REPAIR & REPAINT. SEE
FINISH SCHEDULE
2. EXISTING TRUSS (PAINTED).
3.  EXISTING SUSPEND CEILING - REPAIR AS
NECESSARY
4. NEW CEILING (5/8" GYPSUM BOARD)
5. NEW ATTIC HATCH (22"X 30")

3
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EAST WOMENS RESTROOM
1/4" =  1'-0"

3

11

1

11

5

8

D3
SOUTH WOMENS RESTROOM
1/4" =  1'-0"

11

772

724

725

726

11

C2
EAST MENS RESTROOM
1/4" =  1'-0"

711

71

73

4
'

D1
 NORTH WOMENS RESTROOM
1/4" =  1'-0"

11

6

3

1

C1
 NORTH MENS RESTROOM
1/4" =  1'-0"

1

711
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A1
WALL TYPE 'A'
1 1/2"=  1'-0"

FACE: LAYER 5/8" TYPE X GYP BD. APPLIED PARALLEL OR AT RIGHT
ANGLES TO ONE SIDE WITH 1 /5/8" TYPE S DRYWALL SCREW 12" O.C.

(1) LAYER 5/8" GYPSUM WALLBOARD, APPLIED OR AT RIGHT ANGLES
TO EACH SIDE OF 25 GA. 3 5/8" STEEL STUDS 16" O.C. W/ 1" TYPE
"S" DRYWALL SCREWS 8" O.C. AT VERTICAL JOINTS AND 12" O.C. AT
AT WALL PERIMETER AND INTERMEDIATE STUDS.

NON-BEARING INTERIOR WALL
FIRE RATING: (1-HR)
FIRE TEST: GA FILE WP 1072

STC: 45
SOUND TEST: N/A
HEIGHT: STRUCTURE

4 7/8"

INSULATION IN OFFICE 002

A2
WALL TYPE 'B'
1 1/2"=  1'-0"

INTERIOR MECHANICAL SHAFT WALL
FIRE RATING: 2 HR
FIRE TEST: UL-U497

SOUND RATING: STC-47
SOUND TEST: NGC2615
HEIGHT:

 METAL "I" STUD, 16" O.C

2 1/2" METAL STUD, 16" O.C

1" GYP. BD. SHAFT LINER

 2 LAYERS OF 1/2"GYPSUM WALLBOARD,

BASE LAYER HORIZONTAL,FACE LAYER VERTICAL.
FIRE TESTED BOTH SIDES.

1 1/2"(38.1MM) MINERAL WOOL OR GLASS FIBER IN
CAVITY.

 SHAFT SIDELOBBY
SIDE

A3
WALL TYPE 'C'
1 1/2"=  1'-0"

NON-BEARING INTERIOR WALL
FIRE RATING: (1-HR)
FIRE TEST: GA FILE WP 1072

3 1/2" GLASS FIBER INSULATION.

STC: 45 - 49 STC
SOUND TEST: ESTIMATED
HEIGHT: STRUCTURE

FACE: LAYER 5/8" TYPE X GYP BD. MOISTURE RESISTANT
APPLIED PARALLEL OR AT RIGHT ANGLES TO ONE SIDE WITH 1 /5/8"
TYPE S DRYWALL SCREW 12" O.C.

3 1/2" GLASS FIBER INSULATION.

ONE LAYER 5/8" TYPE X GYPSUM WALLBOARD, APPLIED OR AT RIGHT
ANGLES TO EACH SIDE OF 25 GA. 3 5/8" STEEL STUDS 16" O.C. WITH
1" TYPE "S" DRYWALL SCREWS 8" O.C. AT VERTICAL JOINTS AND 12"
O.C. AT AT WALL PERIMETER AND INTERMEDIATE STUDS.

CERAMIC TILE - SEE SPECIFICATIONS

RESTROOM SIDE

4 7/8"

FACE: LAYER 5/8" CEMENTITIOUS BACKER BOARD APPLIED PARALLEL OR
AT RIGHT ANGLES TO ONE SIDE WITH 1 /5/8" TYPE S DRYWALL SCREW
12" O.C.

B1
CEILING SUSPENSION SYSTEM
1'    =  1'-0"

4'-0" O.C. (TYP.)
RUNNER CHANNEL AT

4'-0" TYP.

BROUNDARY
LESS FROM WALL
BRACING 4'-0" OR
FIRST LINE OF

O.C. (TYP.)
CHANNEL AT 16"
METAL FURRING

12
'-0

" T
YP

.

12'-0" TYP.

PROVIDE THE FOLLOWING AT
NEW SUSPENDED CEILINGS:

1. HEAVY-DUTY T BAR GRID SYSTEM.
2. THE WIDTH OF THE PERIMETER SUPPORTING
CLOSURE ANGLE SHALL BE NOT LESS THAN 2".
IN EACH ORTHOGONAL HORIZONTAL DIRECTION,
ONE END OF THE CEILING GRID SHALL BE
ATTACHED TO THE CLOSURE ANGLE.  THE
OTHER END IN EACH HORIZONTAL DIRECTION
SHALL HAVE A 3/4" CLEARANCE FROM THE
WALL AND SHALL REST UPON AND BE FREE TO
SLIDE ON A CLOSURE ANGLE.

B2
SEISMIC BRCG DETAIL
1'    =  1'-0"

MAIN RUNNER
CROSS RUNNER

FULL HEIGHT-TYPICAL
COMPRESSION BRACE-
1/2" CONDUIT

2" MIN.

IN EACH PLANE OF EACH RUNNER
SPLAY WIRE 12 GA. AT 12'-0" O.C.

4'-0" O.C.
12 GA. AT
WIRES
VERTICAL

2" MIN.

45
° M

AX

45° MAX

45° MAX

45°
 MAX

BAR SYSTEM
HEAVY DUTY T

B3
SUSPENDED CEILING DETAIL
1'    =  1'-0"

12'-0" TYPICAL

4'-0" MAX.

12'-0" TYPICAL

SYSTEM TYPICAL

WALL BOUNDARY
4'-0" OR LESS FROM
FIRST LINE OF BRACING

CEILING SUSPENSION

PROVIDE THE FOLLOWING AT ALL NEW
SUSPENDED CEILINGS:

1. HEAVY-DUTY T BAR GRID SYSTEM.
2. THE WIDTH OF THE PERIMETER SUPPORTING
CLOSURE ANGLE SHALL BE NOT LESS THAN 2".
IN EACH ORTHOGONAL HORIZONTAL DIRECTION,
ONE END OF THE CEILING GRID SHALL BE
ATTACHED TO THE CLOSURE ANGLE.  THE
OTHER END IN EACH HORIZONTAL DIRECTION
SHALL HAVE A 3/4" CLEARANCE FROM THE
WALL AND SHALL REST UPON AND BE FREE TO
SLIDE ON A CLOSURE ANGLE.

NOTE:  PROVIDE 2" SPACE AROUND
ALL SPRINKLER HEADS.  COVER
GAP WITH LARGE ESCHUCIONS.

A4
WALL TYPE 'D'

1 1/2"=  1'-0"

NON-BEARING INTERIOR WALL

FIRE RATING: N/A
FIRE TEST: N/A

RESILIENT CHANNELS @ 48" O.C.

STC: N/A
SOUND TEST: ESTIMATED
HEIGHT: STRUCTURE

FACE: LAYER 5/8" TYPE X GYP BD.
MOISTURE RESISTANT
APPLIED PARALLEL OR AT RIGHT
ANGLES TO ONE SIDE WITH 1 /5/8"
TYPE S DRYWALL SCREW 12" O.C.

EXISTING FOUNDATION

RIGID INSULATION

B4
ENLARGE RESTROOM
1/2" =  1'-0"

4'-7"

1
0
'-
1
"

4
'-
1
1
"

1
2
'-
2
"

2' 2'-71/2"

2
'-
8
"

2
'-
3
"

4
'

3'-21/2"

2'-10" 3'-1" 3'-1" 3'-1"

2'-6"

3'-1" 3'-1"

7
'-
4
"

2
7
'-
4
1
/2
"

5'-71/2"6'-7"3'-5"

1'-101/2"

5
'

1'-111/2"

5
'

3

1

2
AE401

C

AE401

1

2

3

D

3

MENS RESTROOM
107

WOMENS RESTSROOM
106

REFERENCE NOTES

1. NEW TOILET PARTITION
2. NEW MIRROR
3. NEW TOILET
4. NEW PULL-DOWN BABY CHANGING STATION
5. NEW LAVATORY
6. CERAMIC FIELD TILE
7. NEW URINAL
8. SANITARY NAPKIN DISPENSER
9. HAND SOAP DISPENSER
10. GRAB BAR
11. NEW GYPSUM BOARD PAINTED
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C4
ENLARGE MAIN LEVEL STAIRS

1/2" =  1'-0"

D2
AE402

D3
AE402

C1
AE402

D1
AE402

C2
AE402

A1
AE402

1
'

DN3
Hall/Stair

109

D1
SOUTH HALL
3/8" =  1'-0"

4

2

3

D2
EAST HALL
3/8" =  1'-0"

4

2

1

3

D3
WEST STAIRWAY
3/8" =  1'-0"

4

39

4

C1
EAST STAIRWAY

3/8" =  1'-0"

1

4

8

1

9

1'

C2
SOUTH STAIRWAY
3/8" =  1'-0"

7

9

6

3

A1
NORTH STAIRWAY
3/8" =  1'-0"

4

2

4

9

2
'-
1
0
"

A2
GUARDRAIL DETAIL
1"   =  1'-0"

FASTEN INTO FLOOR WITH
APPROPERIATE FASTERNER

2" O.D. TOP CAP

TOP CAP SADDLE

POST SADDLE

1/2" CLEAR TEMPERED
GLASS

1 1/2" POST

GLASS CLIP

SUPPORT ROD

DISK

3
'-6
"

4
"

ELEVATIONCROSS SECTION "A"

A

4
"

3

3

B2
HANDRAIL DETAIL
3"   =  1'-0"

SUPPORTS @ 6'-0" O.C. MAX.

3/8"x 4" DIA. STEEL PLATE

3/8" X 1" STL. BRACKET

1 1/2"

2 - 3/8" DIA. METAL EXPANSION ANCHORS IN
CONCRETE OR MASONRY WALLS W/ 2- 3/8"
(STAINLESS)

FASTEN INTO BUILDING WITH
APPROPERIATE FASTERNER

2" STD. PIPE HANDRAIL (STAINLESS)

3

B3
ENLARGE LOWER LEVEL STAIRS

1/2" =  1'-0"

UP

1' 1'

1' 1
'

1
'

1'

STORAGE
007

STAIRS
008

REFERENCE NOTES

1. EXISTING DOOR
2. EXISTING WINDOW
3. NEW GUARDRAIL (A2/AE402)
4. NEW GYPSUM BOARD PAINTED
5. NEW STAIR GATE
6. INFILLED W/GYPSUM BOARD
7. EXISTING STONE
8. GATE STRIKE PLATE POST
9. NEW HANDRAIL (B2/AE402)
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C4
West Exhibits Section
3/16"=  1'-0"
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ADDENDUM NO. 3 

  
(MECHANICAL ADDENDUM NO. 1) 

 
FORT DOUGLAS MUSEUM 

 
CEA PROJECT NO. 2005-062.00 

 
September 2, 2008 

 
All contractors submitting proposals for this project shall be governed by the following addendum, 
changes, and explanations to the bidding documents.  Bids shall be submitted in accordance with 
the following: 
  
 

Item No. 

Specification 
Section or 

Drawing No. Reference / Description: 
1. MD104 Building 631, Remove Dome Exhaust located on the east side of 

building.  Remove associated ductwork.  Cap roof curb. 
2. PL101 Fire protection:  Provide glycol loop for all piping routed in attic 

space. 
3. PL102 Enlarged Restroom Plan:  Change east U-1 callout to U-2. 
4. PL101 

MH601 
Add electric water cooler (EWC-1) and all associated piping. 
 

5. MD102 Existing floor drain in Women’s restroom.  Contractor to replace 
grate to match new drain in Men’s restroom. 

6. PL-101 
PL-102 

Refrigeration piping for furnace units are to be factory supplied line 
sets. 

 
PRODUCT SUBSTITUTIONS / PRIOR APPROVALS 

 

Item No. 
Specification 

Section Product Type Alternate Manufacturers 
1. 224450 Water Heater Chronomite 
2. 233400 Ceiling Exhaust Fans Broan-Nutone 
3. 233713 Wall & Floor Registers & Grilles Carnes 

  
 

END OF ADDENDUM NO. 3 
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